BPA Blackstart requirements

1 Notification - Unit status communicated to BPA

A. scheduled testing 
B. availability/capability status changes communicated (within 4 hours)
2 Testing - Blackstart capability tested annually

A. startup and operation of blackstart unit tested

B. documentation of the test

1. Test date and time

2. Duration of test

3. Summary of test

4. Remarks of problems

5. signed by operating personnel

6. transmittal of test document to BPA following test.

7. archived for historical purposes
3 Operation - Respond to BPA Dispatch request during System Blackstart event

A) blackstart unit

B) Synchronize units

C) Load Units 
D) Maintain nominal frequency
4  Training

Personnel trained in the startup and synchronization of blackstart unit per NERC requirements.

Personnel participate in Reliability Coordinator drills if requested.
